
Water Alralvsis Repqrt

Regional Water Analysis Laboratory
(An NABL Accredited Laboratory)
Ganga Pollution Control Unit Campus,

U. P. Jal Nigam (Rural), Bhagwanpur, Lanka,

Varanasi-221005

Date: 18.01.2022 No, of Eages: 1

Customer Details
Name and Address Raj English School, Shivpurva. pahadiva Beniour Roicl sr.

.2022
Ref. letter No. & Date

Basic Deta
District Varanasi Block NA
Gram Panchayat NA r'illage NA
Habitation NA tocation Varanasi, Uttar Pradesh
Water Source Submersible Sample Code c/vNS/DEC22/220
quantity of Sample 1000 mL (Normal) Sampling date )o 1) )o)
Sample Received Date 20.12.2022 S. collected by Mr Varun Chaudhary
Sampling Method Used NA Sample Depositor Mr. Varun Chaudhary
Anatysis Start Date 22.12.2022 Analysis Completion date 22.L2.2022

S. No. Analysed Parameters Observed Value

specrtication as per lS 10500:20I2

(Second Revision) Ref, Methods of Analysis
Acceptable Limit Permissible [imit

L 2 3 4 5 6
1 pH 7.73 5.5-8.5 6.5-8.5 lS 3025 (Part ltl:2022, Electrometric Method

2 Colour (Hazen units) NA 5 15
APHA 23rd Edition -2120- Colour Method B

(Platinum Cobalt Visual Comparison): 2017

3 Turbidity (NTU) BDL (0.22) 1
,_,5 lS 3025 (Part 10): 1984

(Nephelometric method)
4 Total Dissolved Solids, mell 462.67 500 2000 lS 3025 (Part 16): 1.984, Gravimetric method
5 Chloride (as Cl), mg/l 20.32 250 1000 lS 3025 (Part 32): 1988, Argentometric metho(

6 Total Alkalinity, (as CaCO3) mglt 351.96 200 500
lS 3025 (Part 23):1986

(Potentiometric and indicator method)
7 Total Hardness, (as CaCO3) mell 222.67 200 500 lS 3025 (Part 271:2009, EDTA method
8 Calcium (as Ca), mgll NA 75 200

15 JUr5 (Part 40); 1991

EDTA Titrimetric mef hnrl
9 Magnesium {as Me), me/l NA 30 100 lS 3025 (Part 46): 1994 (Volrrmetrir

10 Sulphate (as SO4), mgll L6.73 200 400
AynA 25fO r0ttton -4500_504 Method E

(Turbidimetric Method): 2017

11 Nitrate (as NO3), mgll 77.25 45 No relaxation
APHA 23rd Edttion -4500- No3 Method

iUV Screening Method): 2017

t2 Fluoride (as F), mgll 0.3 1.0 1.5
APHA 23rd Edition -4500_F Method C

(lon-Selective Electrode Method): 2017

13 lron (as Fe), mgll 0.28 1.0 No relaxation
APHA 23rd Edition -3500-Fe Method B

(Phenanthroline Method): 2017

t4 Total Arsenic (as As), mg/l NA 0.01 No relaxation
APHA 23rd Edition -3500 Method B (Silver

Diethyldithiocarbamat Method): 2017
par ers are under NABL Scope, BDL-Below Detection Limit, NA_ Not Analvsed

1. This certificate refers only to the particular san.pte1s1 srum,ttea rorli'ffi. --
2 This certificate sharr not be reproduced, except in fuil, unress written permission
obtained from Head of Laboratory.

for the publication of an approved abstract has bee

3 Theanalysisresultsreportedinthiscertificatearevalidatthetimeofandunderthestatedconditionsofmeasurements.

4 sample(s) will be stored up to 07 days (in case of non-perishable items only) from the date of issue of analysis reports, unless otherwis
specified.

5. Parameters above Permisible Limit are written in bold.
6 sample(s) with any parameter value above Accepted Limit will only be used for oral consumption, if no other source is available.
7. Sample is not Collected by Lab.
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